Abstract: A Unified Power Quality Conditioner (UPQC) is designed using a Neutral Point Clamped (NPC) multilevel inverter to improve the power quality. When designed for high/medium voltage and power applications, the voltage stress across the switches and harmonic content in the output voltage are increased. A 3-phase 4-wire NPC inverter system is developed as Power Quality Conditioner using an effectual three dimensional Space Vector Modulation (3D-SVM) technique. The proposed system behaves like a UPQC with shunt and series active filter under balanced and unbalanced loading conditions. In addition to the improvement of the power quality issues, it also balances the neutral point voltage and voltage balancing across the capacitors under unbalanced condition. The hardware and simulation results of proposed system are compared with 2D-SVM and 3D-SVM. The proposed system is stimulated using MATLAB and the hardware is designed using FPGA. From the results it is evident that effectual 3D-SVM technique gives better performance compared to other control methods.
Introduction
In the past few years research on power converters to produce quality supplies with renewable energy systems has been increasing [1] . Three phase four wire (leg) inverter systems are more suitable for use in power quality control for unbalanced systems. In past research on unbalanced systems the neutral current compensation is achieved by using two split capacitors and using 4-leg power converters in place of conventional two level inverters [2] . Generally for medium and large voltage/power compensators, multilevel inverters are more appropriate [3] . These multilevel inverters, apart from improving the power quality of the system, also minimise the voltage stress across the switches. The decrease in the voltage stress prevents electromagnetic interference and hence facilitates the design of low cost and high reliable systems [4] .
A three phase four wire inverter system [5] can be used for numerous applications like distributed generation, Static synchronous Compensator (STATCOM), Uninteruptable Power Supply (UPS), Dynamic Voltage Restorer, UPQC to improve the power quality. Conventional 2-level three phase 4-leg inverters have been reported [6, 7] . A three phase four leg NPC inverter system with improved power quality and lesser voltage stress across the switches has not been reported yet.
NPC inverters can act as series active filters by injecting voltage to improve the performance of grid connected systems. The inverter scheme is operated as a shunt active filter, to control the output current of the inverter that needs to be controlled [8] . Various Pulse Width Modulation methods for current control in power converters has been reported and discussed [9] . Generally ON-OFF control and predictive control are used to control the ouput current of power converters. ON-OFF control has quick dynamic response and produces relatively large current ripples in the system, but in predictive control schemes the current ripples are minimised with constant switching frequency [10] .
A Space Vector Modulation system acting as predictive control scheme for the shunt power quality compensator in a three phase three wire and four wire system can reduce the switching losses, minimise the capacitor balancing problem and reduce the total harmonic content in the output [11, 12] .
3-Dimensional space vector modulation (3D-SVM) is a superset of 2D-SVM, which includes all merits of the 2D-SVM and provides non-redundant active switching vectors [13] . 3D-SVM has some unique features, like minimised common mode voltage, capacitor balancing, low switching and conduction losses. The THD and computational time is also reduced compared 2D-SVM. A 3-phase 4-leg two level VSI system using 3D-SVM has been discussed and reported in [14] , but 3D-SVM for a 3-phase 4-leg NPC inverter as power quality compensator with α-β-γ coordinate system has not been reported yet.
In this paper, a Unified Power Quality Conditioner using the 3-phase 4-wire (leg) NPC inverter system is implemented with 3D-SVM algorithm. The 3-phase 4-leg 3-level NPC inverter is powered from a PV system to have better reliability and control. The series converter injects voltage and the shunt converter injects the current into the system to regulate the voltage and current during unbalanced conditions.
PV-UPQC System
The structure of 3-phase 4-wire (leg) NPC inverter with PV is shown in Figure 1 . It is implemented by back to back connection of two converters, which include a 3-phase rectifier and 3-phase 4-wire NPC inverter, where the 3-phase rectifier is connected in series and the 3-phase 4-wire NPC inverter is connected in parallel to the utility grid/load [15] .
The series connected PV system includes four PV modules, where maximum power is tracked by an incremental conductance Maximum Power Point Tracking (MPPT) algorithm. The voltage obtained from the PV system is directly fed to dc link voltage without any additional dc boost converter [16] . The series connected converter (3-phase rectifier) performs as a series power line compensator to maintain the voltage regulation. The parallel connected converter (NPC inverter) injects the current to utility grid to regulate the power. With the help of a split inductor the output voltage is balanced and maintained sinusoidal [17] . Also a parallel converter (NPC inverter) controls the capacitor balancing voltage (dc link voltage). 
Operation of 3-Phase 4-Wire (Leg) NPC Inverter
Among various multilevel topologies neutral point clamped multilevel has many advantages like requiring only one DC source, all the phases share a common dc link voltage, dc link capacitances (C 1 and C 2 ) can be pre-charged as a group and efficiency is high for fundamental frequency switching, etc. [18] . Due to these merits the NPC inverter is more suitable to act as power compensator. While connecting a 3-phase 3-leg NPC inverter, the neutral current is not compensated and many selection processes are needed to find the active switching vector to minimize the capacitor balancing problem [19] .
The 3-phase 4-leg NPC inverter system is implemented to provide extra degree of freedom to achieve increase in power and to compensate for the zero sequence component and other issues like capacitor balancing without any vector selection. In the proposed system the quality of power increases i.e., it minimizes the harmonics content and there is no need of any external boost converter or active filter circuits. Figure 2 shows a diagram of a 3-phase 4-leg 3-level NPC inverter, which consists of two dc link capacitances (C 1 and C 2 ), four legs, each of which has four power switches and two clamping diodes. The proposed system has in total 81 switching states:
where n is the number of level of inverter, and 4, the number of legs. These 81 switching states includes zero, small, medium and large vectors with reduntant switching vectors. Generally 3-phase 4-leg 3-level NPC inverters can generate output voltages at three levels (0, +
2 ). Similarly, by appling these possible combinations for all four legs in the inverter, it can be operated under 81 switching modes. Figure 3a shows the switching state of (PPNP) operation, where the switches in Leg1-S a2 , S a2 , in Leg2-S b1 , S b2 , in Leg3-S c3 , S c4 , in Leg4-S d1 , S d2 are in ON condition. Similarly the Figure 3b shows the switching state of (ONPN) operation, where the switches in Leg1-S a3 , S a4 , in Leg2-S b3 , S b4 , in Leg3-S c1 , S c2 , in Leg4-S d3 , S d4 are in ON condition. Figure 4 shows the block diagram for current and voltage control loop in the system. The 3-phase input voltage (V a , V b , V c ) is converted to reference voltages (V α , V β , V γ ) using the Equation (2),
Voltage and Current Control Loop of Proposed System
Through the PLL, the unit vectors cos θ and sin θ are calcuated, which is used to obtained the voltage interms of α-β-γ. To convert α-β-γ to again a-b-c co-ordinate system, Equation (3) is used,
The voltages (V α , V β , V γ ) are obtained from the 3-phase rectifier and compared with voltage obtained from references voltages. Then the voltage error is changed to current error (I α , I β , I γ ) by PI controller, which is compared with reference current parameters obtained from the abc to α-β-γ conversion. The current error is again tuned by the PI current controller to convert again into voltage, which is considered as reference voltage to active switching vectors using 3D-SVM method. The switching times are calculated to control the proposed 3-phase 4-leg 3-level NPC inverter.
Effectual 3D-SVM for 3-Phase 4-Leg 3-Level NPC Inverter
The advantages of the effectual 3D-SVM method over conventional 3D-SVM are the redundancy in switching states present in the 3D cubic space plane. Each vertex point has one, two or three switching states, so the switching time calculation is based on the selection of possible vectors in the cubic area. The mathematical calculation becomes simple and hence no need for transformations and angle determinations. The structure of 3D-cubic space plane is shown in Figure 5 .
In order to maintain the constant voltage across the dc link capacitors, the load current must be controlled. Each leg can generate different load current combinations, where each switching vector combination unbalances the voltage across the dc link capacitors, but in our effectual 3D-SVM scheme, α-β-γ coordinate has redundant switching combinations. In conventional 3D-SVM, the 3D cubic plane for 3-level 3-leg NPC inverter has 27 switching vectors placed in 27 vertex points, which has harder switching due to non-redundant switching vectors. But the 3D-SVM cubic structure with α-β-γ coordinate system has totally 81 switching vectors with 65 vertex points. Among them 14 are redundant switching vectors, 50 are non-redundant switching vectors and the remaining one is a zero vector. 
Reference Vector Synthesis
The effectual 3D-SVM technique simply calculates the four switching state voltage vectors which produce the reference vector. In general, for unbalanced system or with triple harmonics or 4-leg inverter, the reference vector could not be located in the 2D plane (hexagonal plane) of the multilevel inverter. Since it is necessary to use a switching sequence with four active state switching vectors. Thus, the reference vector points to a volume which is a prism in the 3D plane. The vertices of those prisms are the active state voltage vectors of the switching sequence. In addition, the effectual 3D-SVM algorithm authorizes to acquire the subsequent duty cycles without using any look up tables or mathematical functions.
The input of effectual 3D-SVM modulated technique is the normalized reference voltage vector. The normalized vectors used in the system only depends on level of the inverter system and DC-link capacitor's voltage level. In the proposed 3D-SVM, the reference voltage vector is decomposed into two components as:
V 0 -output voltage, V at -three level voltages.
In a-b-c coordinates, it is expressed as:
The output voltage component of the reference voltage vector is defined as:
The reference vector voltage is abridgment of the output voltage and the three level inverter voltage as in Equation (5). The three level components V at is defined as:
Tracking of Subcubes and Prisms
To identify the reference vectors in 3D-cubic space plane, the subcubes and prisms are to be tracked. This space can be decomposed into several subcubes and prisms which generate the cube's total volume, which is shown in Figure 6 . The reference vector in three-phase coordinates are assumed as (X a , X b , X c ), the integer component of each vector is (a, b, c). Initially 3D space plane is covered by a number of subcubes depending on the number of the levels of the inverter. The 3-phase 4-leg, n-level inverter has (n − 1) 4 subcubes, and the proposed system has (3 − 1) 4 = 16 subcubes. The flowchart for identification of subcubes in 3D-cubic space plane is shown in Figure 7 . The prisms in the various subcubes are to be identified accurately to track the reference vector. The proposed system has 6 prisms in each subcube, so totally 96 prisms are located in the 3D cubic plane. The prisms location in various subcubes using normalised reference vectors in three-phase coordinates are assumed as (U a , U b , U c ) and the integer component of each vector is (a, b, c). The Figure 8 shows the flowchart for tracking of prisms in various subcubes.
After finding the original reference (α-β-γ) coordinates the corresponding switching pulses can be generated to control the proposed 4-leg NPC inverter. Then the reference vector is normalized by V dc /2, which is expressed as
where Vαβγ * is the original reference vector, Vabc * is the normalized reference vector to track the various subcubes and prisms in 3D-cubic space plane. 
Calculation of Switching Times
Switching times are mainly calculated from reference vectors, which are tracked by the identification of the various subcubes and prisms in the 3D-cubic space plane. The switching times for the proposed 3-phase 4-leg 3-level NPC inverter are calculated with redundant switching vectors. From that, the active vector selection is done with minimised switching and computational time.
In effectual 3D-SVPWM scheme, the total switching time calculation for 3-phase 4-leg 3-level inverter system calculated from prism tracking in a subcube is shown in Figure 9 . The switching times of each prism placed in a 3D-cubic space plane is written as:
where V ta , V tb , V tc are the three level voltage components calculated from Equation (7). With the help of the Equations (9)- (13) the switching pulses of proposed 3-phase 4-leg NPC inverter are calculated. 
Simulation Results and Discussions
The proposed Unified Power Quality Conditioner using 3-phase 4-leg 3-level NPC inverter with 3D-SVM control is designed and tested in Simulation and Hardware. The parameter given in Table 1 is used for both simulation and hardware. Figure 10a ,b show the PV array voltage and switching pulses for leg-A of 3-level NPC inverter respectively. The comparison of various parameters like stepped inverter output voltage, output voltage with split inductor, capacitor voltage balancing and output current for various control methods like 2D-SVM, 3D-SVM and effectual 3D-SVM is shown in Figure 11 . From the comparison, it is evident that the effectual 3D-SVM is better than other control schemes. Figure 12 shows the 4-leg inverter output current with split inductor for different load under balanced and unbalanced conditions with effectual 3D-SVM scheme. In that effectual 3D-SVM provides better results for both balanced and unbalanced load compared with other control strategies. Figure 13 shows the proposed system with unbalanced load condition, in that Figure 13a ,b shows the output current with and without controller to the utility grid, and Figure 13c shows the neutral current. The output current for 3-leg and 4-leg inverter shown in Figure 14a ,b shows the comparison of output current for 3D-SVM and 2D-SVM control. The THD analysis of proposed 3-phase 4-leg 3-level NPC inverter system under balanced and unbalanced conditions analysed for output voltage and current with effectual 3D-SVM and 2D-SVM is shown in Figure 15 . From the analysis, the proposed effectual 3D-SVM control for balanced load it has THD of 0.22% and 1.79% for output voltage and current respectively and for the unbalanced load has THD of 7.88% and 6.24% for output voltage and current respectively. From the figure it is evident that the 4-leg inverter with effectual 3D-SVM has better performance when compared to other controls. 
Experimental Results and Discussion
To demonstrate the simulation results of the proposed 3-phase 4-leg 3-level NPC inverter system, the experimental setup was developed and tested. The experimental setup of the proposed system is shown in Figure 17 , which has the various components like equivalent dc-link capacitance of 100 µF, split inductor of 4 mH, 16-IGBT power switches in 4-leg NPC inverter, FPGA controller programmed with VHDL coding using Xilinx-ISE, a Digital Storage Oscilloscope and 3-phase load system. The dc voltage generated from the PV system is added with rectified voltage using 3-phase rectifier, which is supplied to 3-phase 4-leg 3-level NPC inverter. The inverter injects the output current into utility grid system to improve the quality of power and minimise the neutral current. Figure 18a shows the switching pulse generation using effectual 3D-SVM control and Figure 18b shows inverter stepped output voltage with 450 V. Figure 18c shows the capacitor voltage balancing of the proposed 3-phase 4-leg NPC inverter, which is balanced up to 1.24%. The NPC inverter output voltage and current with split inductor for balanced and unbalanced load is shown in Figure 19 . Figure 19a 
Conclusions
In this paper, an effectual 3D-SVM control method is implemented for 3-phase 4-leg 3-level NPC inverters to balance dc-link capacitor voltage and minimise voltage stress in addition to improve the power quality issues. This control method is operated with a natural α-β-γ coordinate system and the NPC inverter acts as an active filter to remove the harmonic content present in the output and hence to improve the power quality of the system. The dc link capacitor voltage is balanced by utilising the active switching vectors from only non-redundant switching states. The total harmonic distortion of the proposed system is better when compared to other conventional PWM methods. The following are the essential features of the proposed system:
The dc-link capacitor voltage is balanced up to 1.2%. The voltage and current THD of the proposed system is 0.22% and 1.79%, respectively, for balanced load and 7.88% and 6.24%, respectively, for unbalanced load. Effectual 3D-SVM is better control method for 3-phase 4-leg 3-level NPC inverter, when compared to other methods reported in this paper.
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